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LCA Water System Customers 90th Percentile Lead Result (ppb)

Mill Creek 35 0.0

North Whitehall 900 0.0

Pine Lakes 60 0.5

Heidelberg Heights 182 1.0

Upper Milford 72 1.0

Arcadia West 13 2.0

Emmaus Consecutive 419 2.0

Madison North 116 2.0

Central Lehigh 19,000 3.0

Upper Milford Central 100 3.5

Clearview Farms 67 4.0

Washington Township 422 4.0

Allentown Division 30,000 9.0

Beverly Hills 44 11.5

EPA Action Level n/a 15.0

2016 Monitoring Results ‐ Lead in Drinking Water

Next Steps:

• Follow‐up with 3 customers showing lead test results >15 ppb 

• Update website with current monitoring results

• Customer‐Requested testing program resumes

• Continued customer education about lead in drinking water

• Monitor EPA / DEP future regulatory changes to Lead & Copper Rule


